
A

1

B

C

D

E

F

G

H

J

2 3 4 5 6 7 8 9 10 11 12 13

5
0

0
0

5000 5000 5000 5000 5000 5000 5000 5000 5000 5000 5000 5000

1 2 3 4 5 6 7 8 9 10 11 12 13

A

B

C

D

E

F

G

H

J

14

14

15

15

16

16

5000

5000 6500

50
00

5
0

0
0

50
00

50
00

50
00

50
00

50
00

 ELEC  DUCT

PLUMBING DUCT

RAIN WATER DUCT
FIRE DUCT

A/C DUCT

A/C DUCTFIRE DUCT

BOH-LP-2F-01-2L3

TO SECOND FLOOR
LANDING

TO SECOND FLOOR
LANDING

TO MOTION DETECTOR
(SECOND FLOOR LANDING)

TO SECOND FLOOR
STEPS

FDB-BOH-EL-2F-02
& DB-BOH-LP-2F-02

DB-BOH-LP-2F-01

DB-BOH-LP-2F-03

FOH-EL-2F-2L1

FOH-EL-2F-3L2

BOH-LP-2F-01-1L3

BOH-LP-2F-03-1L2

FOH-EL-2F-7L1

FOH-EL-1F-1L2

FOH-EL-1F-1L3

BOH-LP-1F-03-3L3

BOH-LP
-1F-01-3L1

FOH-EL-1F-3L1

FOH-EL-2F-2L2

FOH-EL-1F-2L1

FOH-EL-1F-2L1

FOH-EL-2F-7L2

BOH-LP-2F-9L3

BOH-LP-1F-03-8L3

BOH-LP
-1F-11L1

x4

2X

BOH-LP-2F-03-2L2

BOH-LP-GF-03-10L2

BOH-LP-2F-03-7L2

FDB-FOH-EL-2F DB-FOH-MP-2F

DB-BOH-MP-2F

BOH-LP-GF-03-15L2

FOH-EL-2F-1L2

FOH-EL-2F-1L1

FOH-EL-2F-3L3

FOH-EL-2F-4L3

FOH-EL-2F-1L3

2x

FOH-EL-2F-4L2

FOH-EL-2F-5L3

x2
x2

FOH-EL-2F-5L3

x2

FOH-EL-2F-3L1

DB-AU-P-2F-01

FDB-AU-EL-2F

DB-AU-L-2F-03

DB-AU-MP-2F

DB-AU-P-2F-02

SMDB-AU-SOUND-2F

LOBBY

GOODS
LIFT STAGE CONTROL ROOM

DN

ST
EP

S

ST
EP

S

BALCONY

VOID

DN

DN

DN

DN

STEPS

DN

PLAN AT LEVEL + 8.050

VOID

OFFICE & REST ROOM

VOID

VOID

UP

VOID

VOID

PASSENGER
LIFT

FIRE
LOBBY

PASSENGER
LIFT

FIRE
LOBBY

LOBBY

LIGHTING CONTROL ROOM

FIRE
DUCT

FIRE
DUCT

A/C
DUCT

ELECTRICAL
& ELV DUCT

UPDN PHOTOGRAPHERS DECK

TRANSLATER ROOM

DN

ELECRICAL &
ELV DUCT RAIN WATER

DUCT

A/C RETURN
AIR DUCT

UP

RAIN WATER
DUCT

SEWAGE
DUCT

SEWAGE
DUCT

RAIN WATER
DUCT

UP

GLASS CURTAIN
WALL

DN

DN

+0.050-0.700

+0
.25

0

+0
.45

0

+0
.85

0

+1
.06

0

+1
.28

5

+1
.51

0

+1
.73

5

+2.135

+0
.65

0 +5.045

+8.570

+2
.38

5

+2
.63

5

+2
.88

5

+3
.43

5

+3
.71

0

+3
.98

5

+4
.28

5

+4
.58

5

+5
.34

5

+5
.64

5

+5
.94

5

+6
.27

0

+6
.59

5

+6
.92

0

+7
.22

0

+7
.57

0

+7
.89

5

+8
.22

0

+3
.16

0

+8.050

+8.050

+8.050

+8.050

+8.050

+7.245

GLASS CURTAIN
WALL

GLASS CURTAIN
WALL

DN

DNDN

DNDN

DN

VOID

GLASS CURTAIN
WALL

GLASS CURTAIN
WALL

1050mm HIGH HAND RAIL
TO BE DETAILED

DN

UP

DN

UP

UP

UP

DN

DN

LOBBY

LOBBY

BALCONY

LOBBY

ELECTRICAL
DUCT

PATHWAY

ELECTRICAL
 DUCT

PATHWAYHANDRAIL

ALUMINIUM LOUVER PANELS

CLADDING CANOPPY BELOW

+8.570

ROOF SLAB

+7.895 RAMP BELOW

ROOF SLAB

+7.895 RAMP BELOW

VOID

ALUMINIUM LOUVER PANELS

SL
OP

E

SL
OP

E

SL
OP

E

SL
OP

E

SL
OP

E

R1

REFER NOTE:2.0

DB-BOH-SOUND-2F

REFER NOTE:3.0

DIM

DIM

DB-AU-P-2F-05

DB-AU-P-2F-04

R1

1.    THIS DRAWING SHALL BE READ IN CONJUNCTION WITH FOLLOWING DRAWINGS.

C1607/EM/EL/KDU/AS/003

C1607/EM/EL/KDU/SC/001

C1607/EM/EL/KDU/SD/006

C1607/EM/EL/KDU/PO/003

C1607/EM/EL/KDU/MP/003

C1607/EM/EL/KDU/CT/003

2.   C1607/EM/EL/KDU/AU/LD/007 & C1607/EM/EL/KDU/AU/LD/008 DRAWINGS SHALL BE
REFERRED FOR LIGHTING LAYOUT.

3.  TO BE FINALIZED WITH INTERNAL PARTITION ARRANGEMENT.

NOTE :

LEGEND :

DESCRIPTION SYMBOL HEIGHT TO BOTTOM
FROM FFL (mm)

1200lm RECESSED MOUNTED LED
DOWN LIGHT

RECESSED

1 WAY 1 GANG SWITCH

1 WAY 2 GANG SWITCH

SURFACE MOUNTED/ FLOOR STANDING
DISTRIBUTION BOARD

SAME SWITCH SAME CIRCUIT

SEPARATE SWITCH SAME CIRCUIT

1 WAY 3 GANG SWITCH

1 WAY 4 GANG SWITCH

1 WAY 5 GANG SWITCH

RECESSED MOUNTED DISTRIBUTION
BOARD

2 WAY 2 GANG SWITCH

2 WAY 1 GANG SWITCH

2 WAY 1 GANG SWITCH (FOR MOTION
DETECTOR)

1800

-

-

2100 (TOP)

1400

1400

1400

1400

1400

1400

1400

2100 (TOP)

WALL MOUNTED LIGHT (STAIRCASE)

EMERGENCY LIGHT

1200lm SURFACE MOUNTED LED
DOWN LIGHT

MOTION DETECTOR

SOFFIT

2300

2300

TO BE FINALIZED
AT SITE

STAIRCASE STEP LIGHT TO BE FINALIZED
AT SITE

LAMP REPLACEABLE TYPE LED DUCT
MOUNTED LIGHT 2100

WALL RECESSED STEP LIGHT 150

700lm  LED STRIP LIGHT

500lm SPOT LIGHT

SOFFIT

SOFFIT

1200lm DIMMABLE RECESSED LED
DOWN LIGHT

1100lm SURFACE MOUNTED
CYLINDRICAL LIGHT

SOFFIT

RECESSED

BOQ ITEM
NO.

1.02

1.08

1.03

1.09

1.14

1.16

1.18

1.20

1.05

1.19

1.21

1.25

-

-

-

-

-

-

-

-

-

-

-

-

DIM1 WAY 1 GANG  DIMMER SWITCH 1400-

GUIDE FOR DB NUMBERING

TYPE LOCATION SYSTEM FLOOR PANEL NUMBER

MDB FOH MP GF 01

SMDB BOH IT 1F 02

FDB BOH EL 2F 03

DB AU etc. etc.LP

- - - -etc.

ABBREVIATION  FOR DB NAMING GUIDE
1.   MDB -MAIN DISTRIBUTION BOARD

2.   DB - DISTRIBUTION BOARD

3.   SMDB-SUB MAIN DISTRIBUTION PANEL

4.   FDB-FLOOR DISTRIBUTION PANEL

5.   FOH - FRONT OF HOUSE

6.   BOH BACK OF HOUSE

7.   AU-AUDITORIUM

8.   GF - GROUND FLOOR

9.   1F - FIRST FLOOR

10.  MP - MECHANICAL POWER

11.  IT - ELV

12.  EL - ELECTRICAL

13.  LP - LIGHT & POWER

This drawing is  sole property of CECB. Data contained on this drawing shall not to be used, reproduced, duplicated in whole or part without the
prior permission of CECB. CECB shall not be held responsible for the unauthorized use of this drawing on Projects other than for which it was used.
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